
Data 
Collected 

By: 

           

                  

Shamal
Taylor 

Building: 3 Floor: 9 Date
Sampled:

 07/19/04 

PERIOD 1          PERIOD 
II 

       

Sample Site Room 
 9452 

Room 
9349 

Room 
9218 

Room 
9836 

Room 
9827

Room 
9718

Room  
9651

Room  
9748

Room 
9452 

Room 
9349

Room 
9218

Room 
9836

Room 
9827

Room 
9718

Room 
9651

Room 
 9748 

Time 10:15 10:18 10:22 10:27 10:30 11:05 11:09 11:12 02:48 02:51 02:54 02:58 03:00 03:03 03:06 03:08 
Temperature      73.9 74.3 74.1 74.7 72.9 74.1 72.7 73.6 74.1 73.8 73.6 73.8 72.9 75.6 73.2 73.6

Relative 
Humidity 

44.9 44.5 43.8 44.9 45.6 48.2 47.7 47.4 45.2 45.3 45.2 46.5 47.1 47.5 46.8 47.5 

Carbon 
Dioxide 

587      640 574 709 641 646 642 658 702 676 700 646 724 722 704 711

Carbon 
Monoxide 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 

Air Sample # MEA-3-9-
01 

MEA-3-
9-02 

MEA-3-
9-03 

MEA-3-9-
04 

             

Results in 
CFU/m3 

12 35 24         12             

Notes                  
                  

           

                  

Data 
Collected 

By: 

Shamal
Taylor 

Building: 3 Floor: 8 Date
Sampled:

 07/19/04 

PERIOD 1                  
Sample Site Room 

 8458 
Room 
8350 

Room 
8140 

Room 
8836 

Room 
8860

Room 
8710

Room 
8753

Room 
8638

Room 
8458 

Room 
8350

Room 
8140

Room 
8836

Room 
8860

Room 
8710

Room 
8653

Room  
8639 

Time 11:17 11:20 11:24 11:28 11:32 11:35 11:39 11:42 03:13 03:16 03:18 03:21 03:23 03:25 03:28 03.30 
Temperature        75.7 74.5 74.3 72.3 73.4 72.5 73.4 72.7 75.0 73.6 73.4 72.1 72.7 72.2 73.2 73.4

Relative 
Humidity 

45.0 44.4 44.9 46.4 45.9 46.3 46.1 46.0 46.2 45.0 46.0 46.4 48.1 47.8 48.0 48.1 

Carbon 
Dioxide 

593      600 615 663 618 595 600 604 653 644 654 624 682 666 667 727

Carbon 
Monoxide 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 

Air Sample # MEA-3-8-
01 

MEA-3-
8-02 

MEA-3-
8-03 

MEA-3-8-
04 

           

Results in 
CFU/m3 

12 12 12         12             

Notes                  
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